
Source Number Percent

Tanks 58 48.3%

Piping 16 13.3%

Dispensers 27 22.5%

Submersible 

Pumps 1 0.8%

Delivery 

Problems 11 9.2%
Other 7 5.8%

120 100.0%

CAUSE Number Percent Number Percent Number Percent

Spill 0 0.0% 0 0.0% 3 11.1%

Overfill 1 1.7% 0 0.0% 13 48.1%

Physical 

/Mechanical 

Damage 3 5.2% 5 31.3% 6 22.2%

Corrosion 26 44.8% 4 25.0% 0 0.0%

Installation 

Problems 0 0.0% 0 0.0% 0 0.0%

Other 3 5.2% 0 0.0% 2 7.4%
Unknown 25 43.1% 7 43.8% 3 11.1%

58 100% 16 100% 27 100%

CAUSE Number Percent Number Percent Number Percent

Spill 0 0.0% 0 0.0% 1 14.3%

Overfill 0 0.0% 6 54.5% 0 0.0%

Physical 

/Mechanical 

Damage 1 100.0% 4 36.4% 0 0.0%

Corrosion 0 0.0% 0 0.0% 1 14.3%

Installation 

Problems 0 0.0% 0 0.0% 0 0.0%

Other 0 0.0% 1 9.1% 0 0.0%
Unknown 0 0.0% 0 0.0% 5 71.4%

1 100% 11 100% 7 100%
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