
Test Well Submittal Fact Sheet 

Test wells are required for new community water system wells if the water quality and quantity is not 
known with a high degree of certainty, or if the well is constructed in an unconsolidated formation. 
Plans and specification submittal is required prior to the construction of any test well which will be 
pumped at a rate of 70 gallons per minute or more for a duration of 72 hours or more in accordance 
with s. NR 811.09(1)(b)(3), Wis. Adm. Code. In addition, department approval must be obtained for a 
proposed test well if the test well will be converted to a final well. The department recommends 
including the following information in a proposed test well submittal: 

For proposed test wells submitted with a Well Site Investigation Report which WILL NOT be converted 
to a final well it is recommended to submit: 

a. A Water System Approval Request (Form 3300-260) 
b. A detailed test well cross section which includes geologic formations, drillhole diameters and 

depths, casing diameters and depths, screen material, slot size, diameter and depths, and 
grouting or sealing depths.  

c. The anticipated rate and duration of test pumpage. 
d. Specifications covering casing and screen materials, methods of drilling, and methods of 

grouting. 
e. A well water sampling schedule. 
f. Coordinates of the proposed test well. 

Plan review submittal requirements for test well which WILL be converted to a final well: 

a. A Water System Approval Request (Form 3300-260) 
b. A Well Site Investigation Report if one has not been previously approved meeting the 

requirements of s. NR 811.09(4)(j), Wis. Adm. Code. 
c. A Cover Letter 
d. A Public Well Approval Submittal Request (Form 3300-044) 
e. Plans submitted by a professional engineer which includes a detailed test well cross section 

which includes geologic formations, drillhole diameters and depths, casing diameters and 
depths, screen diameter and depths, and grouting or sealing depths.  

f. Specifications stamped and sealed by a professional engineer. 

Test Wells Drilled in Unconsolidated Formations: Test wells are required to be drilled for wells in 
unconsolidated formations (s. NR 811.12(1)(g), Wis. Adm. Code). The department recommends that final 
wells in unconsolidated formations be drilled in the same borehole as the test well to assure similar 
water quality and quantity. If a separate final well is drilled, the test well should not be backfilled with a 
material which could migrate to the final well. 

Test Well Sampling Parameters: The department recommends sampling a test well for the 
contaminants listed on the attached checklist. The checklist may not necessarily represent all 
contaminants of concerns and is subject to change. 

https://dnr.wi.gov/files/pdf/forms/3300/3300-260.pdf
https://dnr.wi.gov/files/pdf/forms/3300/3300-260.pdf
https://dnr.wi.gov/files/pdf/forms/3300/3300-044.pdf
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PER/POLY-FLUOROALKYL ANALYSES System Name: 

To be completed by the laboratory performing analysis. PWS ID: Lab Sample ID:

Storet
 Code Parameter Abbrev.

SDWA
 Method MDL Results MCL Units

97433
11-CHLOROEICOSAFLUORO-3-
OXAUNDECANE-1-SULFONIC ACI

11CL-
 PF3OUDS NG/L

97434
4,8-DIOXA-3H-
PERFLUORONONANOIC ACID DONA NG/L

97415 4:2 FLUOROTELOMER SULFONIC ACID 4:2 FTSA NG/L
97414 6:2 FLUOROTELOMER SULFONIC ACID 6:2 FTSA NG/L
97413 8:2 FLUOROTELOMER SULFONIC ACID 8:2 FTSA NG/L

97432
9-CHLOROHEXADECAFLUORO-3-
OXANONANE-1-SULFONIC ACID

9CL-
PF3ONS NG/L

97435
HEXAFLUOROPROPYLENE
OXIDE DIMER ACID HFPO-DA NG/L

97420
N-ETHYL
PERFLUOROOCTANESULFONAMIDE N-EtFOSA NG/L

97436

N-ETHYL
PERFLUOROOCTANESULFONAMIDO-

 ACETIC ACID N-EtFOSAA NG/L

97416

N-ETHYL
PERFLUOROOCTANESULFONAMIDO-

 ETHANOL N-EtFOSE NG/L

97421
N-METHYL
PERFLUOROOCTANESULFONAMIDE N-MeFOSA NG/L

97437

N-METHYL
PERFLUOROOCTANESULFONAMIDO-

 ACETIC ACID
N-

MeFOSAA NG/L

97417

N-METHYL
PERFLUOROOCTANESULFONAMIDO-

 ETHANOL N-MeFOSE NG/L
97423 PERFLUORODODECANESULFONIC ACID PFDoS NG/L
99987 PERFLUORO-N-BUTANESULFONIC ACID PFBS NG/L
99991 PERFLUORO-N-BUTANOIC ACID PFBA NG/L
99990 PERFLUORO-N-DECANESULFONIC ACID PFDS NG/L
99996 PERFLUORO-N-DECANOIC ACID PFDA NG/L
99998 PERFLUORO-N-DODECANOIC ACID PFDoA NG/L
99989 PERFLUORO-N-HEPTANESULFONIC ACID PFHpS NG/L
99994 PERFLUORO-N-HEPTANOIC ACID PFHpA NG/L
99988 PERFLUORO-N-HEXANESULFONIC ACID PFHxS NG/L
99993 PERFLUORO-N-HEXANOIC ACID PFHxA NG/L
99995 PERFLUORO-N-NONANOIC ACID PFNA NG/L
99598 PERFLUORO-N-OCTANESULFONIC ACID PFOS NG/L
99597 PERFLUORO-N-OCTANOIC ACID PFOA NG/L
97424 PERFLUORONONANESULFONIC ACID PFNS NG/L
99992 PERFLUORO-N-PENTANOIC ACID PFPeA NG/L
99924 PERFLUORO-N-TETRADECANOIC ACID PFTeDA NG/L
99923 PERFLUORO-N-TRIDECANOIC ACID PFTRiA NG/L
99997 PERFLUORO-N-UNDECANOIC ACID PFuNA NG/L
97422 PERFLUOROOCTANESULFONAMIDE FOSA NG/L
97425 PERFLUOROPENTANESULFONIC ACID PFPeS NG/L
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